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FOREWORD

This rescarch was conducted for the Directorate of Military Programs, Headquarters, U.S. Amy
Corps of Engincers (HQUSACE) and the Office of the Assistant Chief of Engincers under various
research, development, testing, and cvaluation (RDTE) and reimbursable funding documents. Work began
under RDTE in 1980 and continued in reimbursable projects during 1984 through 1989. The technical
monitor for the RDTE part was Dr. Larry Schindler (CEMP-EC) and for the reimbursable part was Ms.
Val Corbridge (DAEN-ZCF-R).

The work was performed by the Facility Systems Division (FS), U.S. Amy Construction
Engineering Research Laboratory (USACERL). The Principal Investigators were Dr. Edgar Neely and
MTr. Robert Neathammer (USACERL-FS). The primary contractor for much of the data development was
the Department of Architectural Engineering, Pennsylvania State University. Dr. Michacl O’Connor is
Chief of USACERL-FGS. .

COL Everett R. Thomas is Commander and Director of USACERL, and Dr. L.R. Shaffer is
Technical Director.
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BUILDING MAINTENANCE AND REPAIR DATA FOR LIFE-CYCLE
COST ANALYSES: ARCHITECTURAL SYSTEMS

1 INTRODUCTION

Background

Maintenance” and repair (M&R) cost estimates :.re needed during planning, design, and
operations/maintenance of Army facilities. During planning, life-cycle costs are needed to evaluate
alternative ways of meeting requirements (e.g., lease, new construction, renovate existing facilities).
During design, M&R requirements for various types of components, such as built-up or shingle roofs, are
needed so that the total life-cycle cost of different designs can be minimized. Finally, once the facility
has been constructed, outyear predictions of maintenance and repair costs are needed so that enough funds
can be programmed to ensure that Atmy facilities are maintained properly and do not deteriorate due to
Iack of maintenance,

The Directorate of Engineering and Construction (EC), Headquarters, U.S. Army Corps of Engineers
(HQUSACE)™, asked the U.S. Army Construction Engineering Research Laboratory (USACERL) to
coordinate the assembly of a single centralized maintenance and repair data base for use by Corps
designers. This research was required because designers were not able to obtain reliable maintenance and
repair data to support their life-cycle cost (LCC) analysis from installations or from the technical literature,
One of the first tasks in the research effort was to determine if reliable data bases, which could be adapted
for Corps use, existed in govemment or private industry. Comprehensive data bases of maintenance costs
for government and private sector facilities did not exist. The little data available always depended on
widely varying standards of maintenance used to maintain the facilities for which the data was collected
and thus was unreliable for prediction purposes. Recognizing this, HQUSACE asked USACERL to
develop a maintenance and repair cost data base. This data is for use by U.S. Ammy Corps of Engineers
(USACE) designers in performing life-cycle cost analyses during the design of new facilities. Initial
results were presented in several USACERL reports.'

Soon after this request, the Facilities Programming and Budgeting Branch of the Facilities
Engineering Directorate asked USACERL to develop prediction models for outyear maintenance
requirements of the Army facility inventory. The Programming Office of EC, responsible for Military
Construction, Army (MCA) planning, also requested that USACERL provide methods and automated tools
to help installations perform economic analyses. Part of the objective was to allow analysts to obtain
future maintenance cost data.

‘Maintenance in this report means all work required to keep a facility in good operating condition; it includes all maintenance,
repair, and replacement of components required over the life of a facility.

“At the time of this request, EC was part of the Office of the Chief of Engineers, which has since reorganized. In addition, EC
has now become the Directorate of Military Programs.

! R.D. Neathammer, Life-Cycle Cost Database Design and Sample Cost Data Development, Interim Report P-120/ADA0997222
(U.S. Army Construction Engincering Research Laboratory [USACERLY), February 1981); R.D. Neathammer, Life-Cycle Cost
Database: Vol 1, Design, and Vol Il, Sample Data Development, Technical Report P-139/ADA126644 and ADA126645
(USACERL, January 1983), Appendices E through G.




In response to these requests, USACERL began a multiyear 2ffort to develop a comprchensive
maintenance and repair cost rescarch program for buildings. This coordinated program is the key to all
detailed cstimation of futurc maintenance costs for Army facilitics.

Research Performed and Reports Published

This is one of several interrelated reports addressing maintenance resource prediction in the facility
life-cycle process. The total rescarch effort is described in a USACERL Technical Report.”

The first rescarch product was a data base containing maintcnance tasks related to every building
construction component. This data basc provides labor, material, and cquipment resource information.
The frequency of task occurrence is also included. This information is published in a scrics of four
USACERL Special Reports by engincering systems: (1) architectural, (2) heating, ventilating, and air-
conditioning (HVAC), (3) plumbing, and (4) electrical. The title for the scries is Maintenance Task Data
Base for Buildings (the present report covers architectural systems for this series).” Table 1 shows an
example from this data basc. This data is also available in clectronic form. The data base is used in a
personal computer (PC) system under the Disk Operating System (DOS). This computer program allows
a facility to be defined by entering the components and component quantitics comprising the facility, The
tasks arc used to determine the resources required annually to keep-the facility maintained.

The second research product was a component resource summary for the first 25 ycars of a facility.
The tasks for thc component were scheduled and combined into one sct of annual resource requirements.
This annual resource information is published in a serics of four USACERL Special Reports titled
Building Component Maintenance and Repair Data Base.* An cxample from this data base is shown in
Table 2. The data base is also available in clectronic form. This data can be used to perform special
cconomic analyses such as one for a 20-year lifc using a 10 percent discount rate.

The third research product was a set of 25-year present worth factor tables for use by designers in
sclecting components for discount rates of 7 and 10 percent. The annual component resource values were
multiplied by the appropriate present worth factor and added for the 25 years to produce onc set of
resource values. This information is published in a seri¢s of four USACERL Special Reports titied

* E.S. Neely, R.D. Neathammer, J.R. Stim, and R.P. Winkler, Maintenance Resource Prediction in the Facility Life-Cycle
Process, Technical Report P-91/10 (USACERL, March 1991),

* E.S. Neely, R.D. Neathammer, J.R. Stim, and R.P. Winkler, Maintenan.e Task Data Base for Buildings. Heating, Ventilation,
and Air Conditioning Systems, Special Report P-91/21 (USACERL, May 1991), E.S. Neely, R.D. Neathammer, J.R. Surn, and
R.P. Winkler, Maintenance Task Data Base for Buildings. Plumbing Systems, Spewial Report P-91/18 (USACERL, May 1991),
ES Neely, R.D. Neathammer, J.R. Stim, and R.P. Winkler, Maintenance Task Data Base for Buildings. Electrical Systems,
Special Report P-91/25 (USACERL, May 1991).

* ES Neely, RD. Neathammer, J.R. Stirn, and R.P. Winkler, Building Cumpunent Ma.ntenance and Repawr Data Base for
Buildings Architectural Systems, Special Report P 91/27 (USACERL, May 1991), E. S. Neely, R. D. Neathammer, I.R. Sum,
and R P. Winkler, Building Component Maintenance Data Base fur Buildings. Heating, Ventilation, and Air-Conditionung
Systems, Special Report P-91/22 (USACERL, May 1991), E.S. Necly, R.D. Neathammer, J.R. Stim, and R.P. Winkier, Building
Component Maintenance and Repair Datu Base for Buddings. Piumbing Systems, Spewal Report P-91/30 (USACERL, May
1991); ES Necly, R D Neathammer, J.R. Stim, and R.P. Winkler, Building Compunent Maintenunce and Repair Data Base

Jor Buildings: Elecirical Systems, Special Report P-91/19 (USACERL, May 1991).
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Table 2

Typical Component -Summary

CACES No.: 031134 - Roll Roofing 031135 - Shingles
Labor Materials . Equipment YR | Labor Materials Equipment
" Hours $ Hours Hours $ Hours
0.0076 0.0165 0.0039 1 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 2 0.0024 0.0220 0.0013
0.0090 0.0165 0.0046 3 0.0026 0.0220 0.0014
0.0076 0.0165 0.0039 4 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 5 0.0032 0.0330 0.0017
0.0090 0.0165 0.0046 6 0.0026 0.0220 0.0014
0.0076 0.0165 0.003% 7 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 8 0.0024 0.0220 0.0013
0.0090 0.0165 0.0046 9 0.0026- 0.0220 0.0014
0.0414 0.7496 0.0207 10 0.0032 0.0330 0.0017
0.0076 0.0165 0.0039 11 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 12 0.0026 0.0220 0.0014
0.0090 0.0165 0.0046 i3 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 14 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 15 0.0034 0.0339 0.0018
0.0090 0.0165 0.0046 16 0.0024 0.0220 0.0013
0.0076 | 0.0165 0.0039 17 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 18 0.0026 0.0220 0.0014
0.0090 0.0165 0.0046 19 0.0024 0.0220 0.0013
0.0414 0.7496 0.0207 20 0.0332 0.4675 0.0167
0.0076 0.0165 0.0039 21 0.0026 0.0220 0.0014
0.0076 0.0165 0.0039 22 0.0024 0.0220 0.0013
0.0090 0.0165 0.0046 23 0.0024 0.0220 0.0013
0.0076 0.0165 0.0039 24 0.0026 0.0220 0.0014
0.0076 0.0165 0.0039 25 ]-0.0032 0.0330 0.0017

All dara 1s per square foot of roof arca,

Building Maintenance and Repair Data for Life-Cycle Cost Analyses.’ Table 3 shows an cxample from
this data base. The data base is also available in electronic form, The first three resource columns
provide data to allow designers to calculate the life-cycle costs at any location by muliiplying by the
correct labor rate, wquipment rate, and material geographic factor. The multiplication and addition have
been performed for the Military District of Washington, DC, and results are given in the fourth column
of the table  The right section of the table is information that can be cntered into computer systems that
perform life-cycle cost analysis.

$ ES. Neely, R D. Neathammer, J.R. Stim, and R.P. Winkler, Building Maintenance and Repusr Data for Life-Cyule Cust
Analyses  Heating, Ventilation, and Air Cunditivning Systems, Spevial Report P-91/20 (USACERL, May 1991}, E.S. Neely,
R D. Neathammer, J.R. Stim, and R.P. Winkler, Building Maintenan.e and Repair Data for Life-C yule Cost Analyses.
Plumbing Systems, Special Report P 91/24 (USACERL, May 1991), E.S. Neely, R.D. Neathammer, J.R. Strn, R.P. Winkler,
Building Maintenance and Repair Datu for Life Cyile Cust Anulyses. Llectrical Systems, Spevial Report P-91/26 (USACERL,
May 1991).
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A fourth rescarch product was a PC system that allows facilities to be modeled by cntering the
components that comprisc the facility. Future ycars resource predictions are produced by applying the
individual tasks and then forming resourcc summaries by subsystems, systems, facilities, installations,
reporting installations, Major Commands (MACOMS) and Army. A summary level computer system was
also developed for usc by the Department of the Army (DA) and MACOMS. The summary level system
applies the most basic data contained in the current facility real property inventory files: (1) current
facility use, (2) floor area, and (3) construction date. Users and systems manuals will be published as
USACERL ADP Reports.

*

Objectives

The objective of this report is to describe.the task developmem process for architectural systems and
give examples for using thesc tasks.

Approach

The first activity in the rescarch was to survey the literature for available maintenance data. No
comprehensive task resource data base was located. The Navy has developed a series of manuals dealing
with labor hours required to perform several basic maintenance tasks. This work has becn adopted by the
Department of Defense (DOD) for triservice use. A series of Technical Bulletins (TBs) under the general
titlc Engineered Performance Standards (EPS) has been published.

The next activity was to survey USACE District offices 1o solicit their input for a data base. A
guiding committce composed of District personnel, installation representatives, and private sector
consultants met and agreed upon a general data base design. Mere importantly, they recommended that
the data base be developed using the EPS rather than historical data.

Once the data base was developed, component summaries were created by summing all tasks for
a component. These summaries were then input into a program that computed p..2sent worth values for
cach component.

The calculation procedures described in this report were performed and swumarized for standard
Army life-cycle analysis of 25 years with a 7 or 10 percent presmt worth factor Final results are
published in the USACERL special report series Building Mainteni.ice and Repair Data Base for Life-
Cycle Cost Analyses.

Scope

The task data base is for DOD designers and can also be used b, those in the private sector.
Mode of Technology Transfer

The tables pertinent to designer use will be issued as a supplement to Technical Manual (TM) 5-
802-1, Economic Studies for Military Construction Design—Applications.
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2 PROBLEM DEFINITION

In the facility life-cycle process, costs are incurred in construction, operation, maintenance, and
disposal of a facility. Past emphasis during the planning, design, and construction phases has been on
estimating initial construction costs. The impact of operating and maintaining facilitics has always been
a secondary consideration. Ir many cases, the operation and maintenance (O&M) costs are far greater
than initial construction costs. Building owners are concemed w1th the total ownership ccsts of facilities
rather than just the initial construction costs.

The Army has realized the importance of performing total life-cycle cost analyses for facilities at
the design stage, and of accurately forecasting these costs for funds programming. HQUSACE asked
USACERL in 1980 to develop a method of estimating future maintenance costs for buildings. In 1982,
the programming branch of the former Facilities Enginecring Directorate asked USACERL to develop
effective models for forecasting facility maintenance resource requirements based on the actual facility.

Life-cycle cost economic studies are an mtegral part of facility design in the MCA program.
Requirements for performing these studics are given in:

» Statutes, Code of Federal Regulations, and Exccutive Orders for performing analyses when
cnergy is a key cost and for wastewater treatment plants

» USACE Architectural and Engineering Instructions: Design Criteria

* Army Regulation (AR) 11-28, Eccnomic Analysis and Program Evaluation for Resource
Management for general economic analyses.

* TM 5-802-1, Economic Studies for Military Construction Design--Applications
The main purpose of these studies is to minimize the life-cycle costs of Army facilities.

To perform life-cycle cost analyses on facility designs, three categories of costs are needed: initial,
operating, and maintenance. Initial costs are usually casy to estimate through existing cost estimating
systems such as the Corps of Engineers Computer Assisted Cost Estimating System (CACES) and standard
publications such as Means or Dodge. Cperating costs can be estimated by using encrgy consumption
models such as the Corps of Engineers Building Loads Analysis and System Thermodynamics (BLAST)
program or the Trane Company’s Trace program. However, accurate estimates of maintenance costs are
not available.

There are no comprehensive data bases of maintenance costs for building components either in the
private sector or State/Federal Governments. Some historical data is available from the Building Owners’
and Managers’ Association reports. Within the Army, the Integrated Facilities System (IFS) contains some
historical data; however, it does nut have a feature for retaining several types of a building component
(e.g., having brick and wood exteriors or three types of floor covering). Moreover, the data in IFS has
not been kept current  For example, at one installation several family housing units were shown as having
wood siding when, in fact, they had been covered with aluminum siding several years earlier.
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2 PROBLEM DEFINITION

In the facility life-cycie process, costs are incurred in construction, operation, maintenance, and
disposal of a facility. Past emphasis during the planning, design, and construction phases has been on
estimating initial construction costs, The impact of operating and maintaining facilitics has always been
a secondary consideration. Ir many cases, the operation and maintenance (O&M) costs are far greater
than initial construction costs. Building owners are concemned wnh the total ownership ccsts of facilities
rather than just the initial construction costs.

The Army has realized the importance of performing total life-cycle cost analyses for facilities at
the design stage, and of accurately forecasting these costs for funds programming. HQUSACE asked
USACERL in 1980 to develop a method of estimating future maintenance costs for buildings. In 1982,
the programming branch of the former Facilities Enginecring Directorate asked USACERL to develop
effective models for forecasting facility maintenance resource requirements based on the actual facility.

Life-cycle cost economic studies are an integral part of facility design in the MCA program.
Requirements for performing these studies are given in:

» Statutes, Code of Federal Regulations, and Exccutive Orders for performing analyses when
cnergy is a key cost and for wastewater treatment plants

» USACE Architectural and Engineering Instructions: Design Criteria

* Armmy Regulation (AR) 11-28, Eccnomic Analysis and Program Evaluation for Resource
Management for general economic analyses.

* TM 5-802-1, Economic Studies for Military Construction Design--Applications
The main purpose of these studies is to minimize the life-cycle costs of Army facilities.

To perform life-cycle cost analyses on facility designs, three categories of costs are needed: initial,
operating, and maintenance. Initial costs are usually casy to estimate through existing cost estimating
systems such as the Corps of Engineers Computer Assisted Cost Estimating System (CACES) and standard
publications such as Means or Dodge. Cperating costs can be estimated by using encrgy consumption
models such as the Corps of Engineers Building Loads Analysis and System Thermodynamics (BLAST)
program or the Trane Company’s Trace program. However, accurate estimates of maintenance costs are
not available,

There are no comprehensive data bases of maintenance costs for building components either in the
private sector or State/Federal Governments. Some historical data is available from the Building Owners’
and Managers’ Association reports. Within the Army, the Integrated Facilities System (IFS) contains some
historical data; however, it does nut have a feature for retaining several types of a building component
(e.g., having brick and wood exteriors or three types of floor covering). Moreover, the data in IFS has
not been kept current  For example, at one installation several family housing units were shown as having
wood siding when, in fact, they had been covered with aluminum siding several years earlier.
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estimates, and, more seriously, the production of accurate estimates. About this time, the Department of
Defense directed that standards for work should be developed to the maximum feasible extent and applied
throughout the military establishment. As a result of that directive, EPS were developed.

The Navy underiook a large research program to perform time and motion studies of maintenance
personnel as they performed their maintenance tasks. After several years of effort, the Navy published
the results under the title "Engineered Performance Standards.” Both Army and Air Force maintenance
personnel reviewed this set of manuals and adopted it for official use. Today, the EPS are used by all
DOD agencies and are published as one set of reports carrying three different publication numbers for the
Army, Navy, and Air Force.

Committee Reviews

At the beginning of this research project HQUSACE and USACERL formed an advisory committee
composed of representatives from all offices involved in performing life-cycle cost analysis. The basic
objective of the advisory committee was to involve as many appropriate and knowledgeable people as
possible in deciding how to solve the M&R data base problem. The advisory committee reviewed the
historical information research results and the EPS research program and reports. After lengthy discussion
of all possibie alternatives, the advisory committce decided to develop a maintenance task data base using
the EPS as the basis for the labor resources. The advisory committee was active for the first 2 years of
the project.

A second maintenance steering committee was formed that was composed of one representative from
each HQDA office involved in maintenance resource programming and planning, six major commands,
and 10 installations, This maintenance steering committee had the same basic objective as the first
advisory committee. In addition, the steering committee wanted to use the data developed to predict actual
maintenance resource requirements at installations.

Building Subdivision

The UNIFORMAT method of dividing a building into systems, subsystems, and components was
adopted because it is used by all Federal construction agencies and many private organizations. Systems
requiring little maintenance such as foundations and superstructure were not considered.

The level of component detail was determined by the members of the maintenance steering
committee. This level varied, depending on the facility classification and the costs versus the benefit of
collecting and maintaining data. For example, in the typical building the steering committee voted to stop
at the door level and not define hardware requirements because the hardware was not a costly item, but
for historical family housing, where one hinge could cost $200, all door hardware had to be defiued.

Task Data Development
A task is defined as the work performed by a single trade. Each task is divided into the labor,

material, and equipment resources required to perform the work, By separating the tasks in this manner
the data can also be used to determine manpower staffing requirements and equipment requirements.
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The following procedures have been used to develop the tasks for this research project. Identical
procedures can be applied to develop new tasks not currcntly covered in the task data base.

The task development procedures can be demonstrated by using the existing task number 03111356,
REPLACE NEW OVER EXISTING SHINGLED ROOF, shown in Table 1. This task involves gaining
access to the roof, placing a new layer of shingles over an existing single-layer shingle roof, and cleaning
up the area.

The first step is to obtain a copy of DA Pamphlet 25-30, Consolidated Index of Army Publications
and Blank Forms. A list of the current TBs covering EPS is given in Appendix C. Review this list to
determine which TBs seem to address the task to be developed. The TBs can be obtained from your
library or from:

Naval Publications and Forms Center
5801 Tabor Ave.
Philadelphia, PA 19120,

Once the TBs are available, the second step is to review the Table of Contents of each to determine
if tasks related to the component are covered in the bulletin. If the tasks to be developed are covered by
the bulletin, review the tasks to determine if the data given can be applicd to the task under development.
When tasks related to the new component tasks under development are not covered by EPS, other sources
such as estimating books and manuals, national standards, trade publications, and manufacturer data must
be researched. It is important to provide a complete list of such materials. A reference librarian can
provide resources addressing a specific component.

The roofs of most one to threc story buildings are accessed by ladder. A review of the EPS
subtasks revealed,a standard EPS subtask that covers moving the ladder and moving up and down the
ladder. One reference to this standard subtask is in TB 420-4 (p 180), Task CT-159, subtask 9, move,
climb up and down ladder, as duplicated in Table 4. The labor rate is given as 0.207 hr/job. It was
assumed that the ladder would be moved every 1300 sq ft to provide faster access to the work arca.
Transforming this number into a rate per square foot of roof arca would produce 0.207 hr/job/1300 sq
ft/job = 0.000160 hr/sq ft.

TB 420-4 contains no single task for placing a new layer of shingles over an old layer. However,
Task CT-416, subtask 3 (p 295 in the TB), shown in Table 5, would be almost the same duration. The
labor rate would therefore be 0.012887 hr/sq ft.

Some cleanup will be required after placing the shingles. The EPS showed no subtask directly
related to this type of cleanup, but a cleanup subtask was found in the masonry handbook, TB 420-14 (p
112), DT-213, subtask 4. The cleanup was cstimated to be approximately 20 percent of the resources
listed for this subtask, or 0.01 hr/sq ft.

The total direct labor hours to perform the entire job would be the sum of all subtasks, or 0.02305
hi/sq . The indirect time or the time to plan the work, load the truck at the beginning of the day, unload
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Table §

Task CT-416*
No. Reference  Work Unit Description Hours  Units
1 PWU-30X Remove asphalt shingles 0.65795 100 sq ft
2 PWU-3-1 Install onc layer 30# felt on wood deck 0.20499 100 sq ft
3 PWU-3-11 Install asphalt shingles with adhesive on wood 1.28871 100 sq ft

deck, shingles 12" x 36" with 5" exposure

*CT-416: Shingles (Asphalt), Remove and Install with 30# Felt. No. of Squares; 1 Square = 100 sq ft.
CT-416 - 2,15165 hr/100 sq f1.

the truck at the end of the day, personal time, delay time, and material handling time must be included
to obtain the total onsite labor time. In EPS, this value is expressed as a percentage of the direct labor.
When all factors have becen considered, the direct labor should be increased by 30 percent or 0.00691 hr/sq
ft.

The steering committee wanted to apply the same material costs for all planning, programming,
design, construction, and operations activities. For this research project, all material costs were developed
using prices in the Washington, DC area. Material prices for exact locations throughout the world can
be obtained by multiplying the Washington, DC area costs by the appropriate location adjustment factor
published in a Programming, Administration, and Execution System (PAX) Newsletter under the title
"Arca Cost Factor Indexes." Copies of the 22 September 1988 indexes are given in Appendix D,
Geographical Location Adjustment Factors. T CACES Unit Price Book for Region 11 dated July 1, 1985
has been used for all costs and can be obtainc  from the Corps District Cost Estimating Section.

In reviewing material prices, there will usually be many grades listed for the component in question.
Since only one entry for the component task will be made for the maintenance data base, it is important
to use the middle grade for pricing. This will produce an average material cost.

When materials are not given in the CACES manuals, other material pricing manuals, such as
Means, should be used to determine the cost.

The material cost for the shingles, $0.26/sq fi, was taken from the CACES Unit Price Book for
Region 11 as cited above. The CACES number is 0751-1002. The cost for the mastic was taken from the
1985 Means Handbook, p 402, circle number 94. This task required 25 percent of the mastic reported in
the Means task. The calculation is: 2.45 Ib/sq ft x $490/ton/2000 1b/ton = $0.59976/sq ft. For a single-
ply roof, this value is $0.59976/4 = $0.15/sq ft.

The normal equipment cost is for a maintenance truck with all required tools such as ladders and
hand tools. The cost for the truck and equipment is usually based on task duration.
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Task frequency determination is the most subjective area in the data base. Most frequencies must
be determined by the judgment of professional maintenance personnel with many years of experience in
performing the maintenance tasks. Some task frequencies are suggested by the manufacturer or
professional organizations. Some frequencies, such as for interior wall painting, are set by regulations.
_There is very little published information in this area.

The data base has been reviewed by 10 installation Dircctorates of Engineering and Housing (DEHs)
and has been determined to accurately represent the resources required to perform the tasks. This data
base serves as the foundation for the tables published in this report. The complete data base is too large
to be duplicated in this report, but is available in the USACERL Special Report series titled Maintenance
Task Data Base for Buildings.

The maintenance steering committce asked Forts Leonard Wood and Bragg to use the tasks to
produce resource estimates for the past 3 years and then compare the predictions with their actual
expenditures on a facility-by-facility basis. After this comparison was performed by both installations,
the results were presented to the steering committee. Both installations stated that thcy were not
performing all the tasks that they should, such as annual gutter cleaning and annual roof inspection. For
the total installation, the tasks predicted an 8 to 10 percent higher total expenditure than the actual
expenditure. This difference was due to the difference between the tasks predicted and actually performed.
When comparisons were made at the task level, the task resource predictions were found to be accurate.

Two additional reviews were performed by two independent organizations that had related research
work in the Army. The first review was for a rescarch project to determine the maintenance requirements
for historical family housing within the Military District of Washington, DC. The second review was a
research project which needed an estimate of all resource requirements for the entire Army. This effort
is known as the RPLANS research project. Both organizations reviewed the data base in detail and
approved the resource requirements stated in the tasks. In addition, both used the data base within their
research projects.

Significance of the Task Data

The task data presented in the previous section is based on average resources. Actual resource
values for a particular project will vary as discussed below.,

The labor hours reported will vary, depending on factors such as the actual productivity of the
workers, the weather conditions, and the working space available. The labor hours given in this report
are based on the average obtained from performing time and motion studies as tasks were performed.

The Washington, DC, material costs will vary, depending on factors such as the grade of material
actually used, the manufacturer, and the quantity of material actually purchased. The figures given are
the averages for all material prices found in the unit price books.

Task frequencies are the most subjective feature in the data base. High, average, and low frequency

values are given to emphasize the variances. Average frequencies are used in developing the life-cycle
analysis tables presented in the following sections.
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Component Summary Tables

A typical component summary is shown in Table 2 (Chapter 1). The dcvclobmcm process is
illustrated by using the labor resource for the shingle roof component.

All tasks rclated to the shingle roof component are listed individually in 'f‘able 6, with a task
summary in Table 7. The task average frequency is used to project times of occurrence of M&R tasks
for the first 25-year period as shown in Table 8. All task resources are expressed per square foot of roof
surfacc.

The first task (Task 1 - 0311351 - Debris Removal by Hand and Visual Inspection) has an average
frequency (AVE FREQ in Table 6) of 1.00 years; thus, it would be performed cach year. The labor hours
(0.000754 in Table 6) arc listed for cach of the 25 years in the second column of Table 8.

The second task (Task 2 - 0311352 - Non-Destructive Moisture Inspection) has an average frequency
from Table 6 of 3.00 ycars; thus, it would be performed once every 3 years. The labor hours (0.000234
in Table 6) arc listed for the years 3, 6, 9, 12, 15, 18, 21, and 24 in the third column of Table 8.

The third task (Task 3 - 0311353 - Minor Répairs) has an average fraquency of 1 year;.thus it would
be performed cach year, The labor hours (0.001310 in Table 6) are listed for cach of the 25 years in the
fourth column of Tablc 8. .

The fourth task (Task 4 - 0311354 - Minor Replacement) has an average frequency of 5 years; thus,
it would be performed once every 5 years. The labor hours (0.000822) are listed for years 5, 10, 15, 20,
and 25 in the fifth column of Table 8.

The fifth task (Task 5 - 0311355 - Flashing Repairs) has an average frequency of 1 year; thus, it
would be performed cach year. The labor hours (0.000348 in Tuable 6) arc listed for cach year in the sixth
column of Table 8.

The sixth task (Task 6 - 0311356 - Replace New Over Existing Shingles) has an average frequency
of 20 years; thus, it would be performed every 20 years. The labor hours (.029961 in Table 6) are listed
for year 20 in the seventh column.

The seventh task (Task 7 - 0311357 - Removal and Replacement of Shingled roof) has an average
frequency of 40 years which is beyond the 25-year study period. No entrics are made in column cight
of Table 8 since this task will never be performed within the study period.

The total column in Table 8 is formed by adding the labor hours for tasks onc through seven on a
year-by-year basis. For example, during the third year, Tasks 1, 2, 3, and 5 are performed. The total
labor hours would be .000754 +.000234 + .001310 + .000348 which cquals 0.002646.

The total column in Table 8 is shown in Table 2. The material cosls and cquipment hours have
been developed in the same manner as explained for the labor hours.
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Table 6

Tasks for a Shingle Roof

TASK DATA FORM
Task Code: 0311351

C nent: SHINGLES System: ROOFING Subsystem: ROOF COVERING
Task Description: BEGRTS REMOV.BY HAND X VIS, TWSP.-SRINGLED ROOF
Unit of Measure: SUUARE FEET Frequency of Occurrence: H: __0.90 K T.00L: __1.70
Persons per Team: ~_2 Task Duration: 0.0004 hours Once every (H,K,L) years
Trade: _ROOFER Task Classification: O
Labor Resources Material Resources
Subtask Description tabor Hrs Description Quantity Unit Cost
. =~ 0.00UURD ; 00000
2.PICK UP TRASH/DEBRIS, INSPECTION 0.000500
SUMMARY
) Resources DOW Direct Tndirect Total
abor Hours .U005B0 0. 000774 0.00075%
Haterial Lost § U, 000000 U. 000000
Equipment Hours 0.00037/

Components In This Task: 0311350

TASK DATA FORM
Task Code: __0311352

c nt: SHINGLES System: ROOF{NG Stbsystem. ROOF_COVERING
Task Descriplion: RON-DESTRUCYIVE MOYTSTURE TWSP. SHIHG[EU
Unit of Measure: $ requency o currence:
Persons per TYeam: ~_¢Z Task Duration: 0.0001 hours Once every (H A, 0 years
Trade: _ROOFER Task Classification: 0
Labor Resources - - Material Resources
Subtask Description L abor Mgg Description Quantity Unit _Cost
. . 0.0000
2.ONSITE INSPECT.OF ROOF MEMBRANE 0.000100
SUMMARY
Resources UOH Direct Tndirect Total
Tabor ___ Wours ______U.U0UT8 . & U.00023%
Haterial Cost §  0.00000 .
tquipment Hours 0.000117

Components In This Task: 0311350
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Table 6 (Cont’d)

TASK DATA FORM
Task Code: _ 0311353

conponent: SHINGLES System: ROOFING Subsystem: ROOF COVERING
fask Description: .___RIROR REPAIRS - SHINGIED RUOF
unit of Measure: SQUARE FEET FrequencE of Occurrence: H: _U.75 "A: V.0U L: _ 1.5
Persons per Team: 2 Task Duration: 0.0007 hours Once every (H,K,T) years
Trade: _ROOFER Task Classification: 0
Labor Resources ) Material Resources
Subtask Description Labor Hrs Description Quantity Unit Cost
T.SEY UP/SETOR U.U00TE0  SHTRGLES U.UZ5F 0.25800
2.REMOVAL OF ADJACENT SHINGLES 0.000570  MASTIC 0.02 SF 0.1500
3. INSTALL SHINGLES 0.000258 0.0082
4.CLEAN UP 0.000020
SUMMARY
Resources UON Direct Tndirect Total
Labor ours . 0UTO08 U, 000302 0.1l
ateria ost . .
Equipment Hours U, 0008655

Components In This Task: 311350

TASK DATA FORM
Task Code: __0311354

C nt: SHINGLES System: ROOFING Subsystem: ROOF COVERIRG
Task Description: ATRURREPLACEHENT =" SHINGLED ROOF
Unit of Measure: SUURRE FEEY Frequency of Occurrence: H: __4.00 A:  5.00 1: _&.00
Persons per Team: 2 Task Duration: 0.0004 hours Once every (H,A,L) years
Trade: _ROOFER Task Classification: 0
Labor Resources N Material Resources
Subtask Description Labor Hrs Description Quantity Unit Cost
. KE DOQN CAUDER U. HASTIC U,025 SF 0,100
2.REMOVAL OF DAMAGED SHINGLES 0.000130  SHINGLES 0.025 SF 0.2600
3. INSTALL SHINGLES 0.000322 U.U103
4.CLEAN UP 0.000020
SUMMARY
esources UOH Direct Tndirect Total
abor ours 0.00063¢2 0.0001y0 0.,00082¢
aterial Cost $ U.010250 0.010250
quipment Hours 0.00341

Conponents In Thie Task: 0311350
20




Table 6 (Cont’d)

TASK DATA FORN
Task Code: 0311355

2
Trade: _ROOFER Task Classification: 0

C t: SHINGLES System: ROOFING Subsystem: ROOF COVERING
Task Description: FURSHING REPAIRS -~ SHINGLED ROOF

Unit of Measure: § requcncE of Occurrence: H: N 3 . : .
Persons per Team: Task Duration: 0.0002 hours Once every (H,K,LY years

Labor Resources Material Resources
Subtask Description Labor Hrs Description Quantity Unit Cost
N . FHS‘HTEIT U.UZ SF U.5300
2.REMOVE ADJOINING SHINGLES 0.000057 .
3.REMOVE STEP FLASHING 0.000002
4. INSTALL NEW STEP FLASHING 0.000003
S.PLACE NEW SHINGLES IN POSITION 0.000026
6.CLEAN UP 0.000020
SUMMARY
esources Direct Indirect Tota
abor Ours U.J00268 U. 000080 0. CUUIAS
aterial CLost U.012600 0,014
Equipment Hours _U.0001 /7
Components In This Task: 0311350
TASK DATA FORM
Task Code: __0311356
c nt: SHINGLES System: ROOFING Subsystem: ROOF COVERING
Task Description: REPCACE NEW OVER EXTSYING - SHYRGLED ROOF
Unit of Measure: SUUARE FEET Frequency of Occurrences H: _18.00 A: 20.00° LT 2200
Persons per Team: ~_2 Task Duration: 0.0150 hours Once every (H,A, L} years
Trade: _RONFER Taik Classification: 1
Labor Resources i Material Resources
Subtask Description Labor Hrs Description Quentity Unit Cost
. . LE 1.U SF 0.2600
2.REPLACE WITH NEW SHINGLE 0.012887 MASTIC 1.0 SF 0.1500
3.CLEAN UP 0.010000 .
SUNRARY
S Direct Indirect otal
:;ggrces ours U. 023047 0005914 SU2995 1
Raterial Cost & U.410000 . & 10000
Equipment Hours ~UTZ98Y

Corponents In This Tesk: 0311350
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C ent: SHINGLES
Tas E Description:
Unit of Measure: SUUARE FE

ystem:

REWOVEL AND REPLACMHY‘OF‘SHWE[‘WHCLEO ROOF

equen

Persons per Team: _Z
Trade:  _ROOFER

Task Duration:

Table 6 (Cont’d)

TASK DATA FORM
Task Code: 0311357

ROOFING Subsystcn. ROOF COVERING

cxo currence:s H: 36.00 K: &4U.0U L: 4%.00
hours Once every (H,A,L) years

Task Cl

Labor Resources

assification: 1

Materiol Resources

Subtask Deseription

2.REMOVE EXISTING SHINGLES
3.INSTALL 1 PLY BASC FELT NAILED
4. INSTALL SHINGLES

5.CLEAN UP

Labor Hrs Description Quantity Unit Cost
. BASE FELT 1.0 S5F U.4428
0.006580  SHINGLES 1.0 SF 0.2600
0.002050 0.7028
0.012887
0.010000
SUMMARY
Re:.ources UOH Direct Indirect Total
ours 9503 U.0LITHED
H te |u[ Cost § U 702800 0. 702800
Equipment Hours U, 020590

Components In This Task: 0311350
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The component data basz is not printed in this report because of its size. Component summary data
tables are published in the USACERL Special Report series titled Maintenance Component Data Base for
Buildings.

Life-Cycle Cost Analysis Tables

The main purpose of this report is to provide the designer with easy-to-use tables for the most
common life-cycle cast analysis. USACE designers frequently perform life-cycle cost analysis for a 25-
year period using a 7 or 10 percent discount rate shown in Tables 9 and 10. Two sets of summary tables
have been generated for these cases and are given in Appendices A and B, Table 3 shows typical life-
cycle cost analysis data.

Present Worth. The left four columns of Table 3, labeled "Present Worth of All 25-Year
Maintenance and Repair Costs," were developed by multiplying the resources in Table 2 by the 7 or 10
percent present worth factors shown in Tables 9 and 10. The 25 individual year resource figures are
totaled as shown for labor in Table 8.

The 1988 Washington, DC area labor and equipment rates were applied to this data to produce the
totals shown in the column so titled. This column is given to provide one comparative cost figure for easy
computation. This column can be used to quickly assess the ranking of various components® total 25-year
LCC.

Annual and High Cost. The right section of Table 3 is provided as input data for current life-cycle
cost analysis computer programs. Two types of input are usually required: (1) a uniform or annual
maintenance figure and (2) high-cost and replacement tasks that occur in specific years.

The data listed under the heading "Annual Maintenance and Repair" was generated by subtracting
the present worth of the replacement task, if its occurrence is 25 years or less, and any high-cost tasks
from the present worth values given in the "Present Worth" section of the table. The remaining present
worth figures for the low-cost task resources are divided by the cumulative 25-year present worth figure
to arrive at the "uniform" or “annual" maintenance figures shown under the "Annual Maintenance and
Repair" heading,

There are two types of tasks listed under the heading "Replacement and High-Cost Tasks.” The first
is the replacement task. The replacement task is shown on the same line as the component description.
For example, the replacement task for Built-up Roofing shown in Table 3 would occur when the built-up
roof is 28 years old. Replacement would require the expenditure of 0.04938 hours of labor per square
foot, $0.70490 of material per square foot, and 0.02469 hours of equipment (roofing maintenance truck)
per square foot of roof area. The second type of task is the high-cost task. Each high-cost task is listed
on a separate line below the component description line. For example, there is one high-cost task for
built-up roofing shown in Table 3. The high-cost task "Place New Membrane Over Existing Built-up
Roof" would occur when the roof is 14 years old. This would require the expenditure of 0.02414 hours
of labor per square foot, $0.69960 of material per square foot, and 0.01207 hours of equipment (roofing
maintenance truck) per square foot of roof area.
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For example, using the shingle roof labor hours, the total labor hours for the 25-ycar period shown
in Table 3 is 0.02210. The replacenient task would occur in year 40 and is not included in the study
period. The task of placing one new layer of shingles over the existing roof occurs in ycar 20. The labor
hours value shown in Table 3, 0.02996, is multiplicd by the present worth factor for year 20 shown in
Table 10, 0.1171, to obtain a present worth labor hour of 0.00351. This value is now subtracted from the
total period labor hours: 0.02210 - 0.00351 = 0.01859. This figure represents the combination of all
nonreplacement and high-cost tasks. Most computer programs allow the uscer o input one annual
maintenance figure. To convert this present worth back into an cquivalent annual figure, the 0.01859 is
divided by the accumulated present worth value of 7.1526 shown at the bottom of Table 10 for a uniform
value of 0.00259.
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4 DATA BASE APPLICATION EXAMPLES

Introduction

This chapter is divided into two sections. The first section defines the terminology used in the
report and information needed to apply the labor hour, material cost and equipment hour resource data in
this report. The second section gives specific examples using both the 10 percent present worth tables
given in Appendix B and the 7 percent present worth tables given in Appendix A.

Terminology

Economic Studies

Two basic types of economic studies are covered in this report: (1) general economic studies and
(2) special energy-conservation studies.

General economic studies are conducted routinely as part of the design process for all military
facilities, Such studies are normally performed for a 25-year period using a 10 percent discount rate and
considering tasks to be performed mid-year. The Beneficial Occupancy Date (BOD) occurs approximately
3 years after the Date of Study (DOS) for most MILCON projects, and that is what is assumed in the
example provided herein.

Special economic studies for the design of energy-consuming portions of a building are required by
statute. Such studies analyze the use of extraordinary energy-saving design initiatives to conserve encrgy
in new Federal facilities. The studies are normally perfonned for a 25-year period using a 7 percent
discount rate considering all tasks to be performed at the end of the year. The BOD is normally assumed
to occur on the DOS, in accordance with the provisions of the design criteria,

Installation Labor Rates

To perform an accurate cost analysis, the current shop effective labor rates and equipment rates per
hour must be obtained from the installation. This information can be obtained from the DEH. Telephone
numbers for the DEH are listed in the "Director of Engincering and Housing/Facilities, Engineer
Assignments Roster” published yearly by the Office of the Chief of Engineers. Most installations maintain
this information within their IFS data base; it can be obtained from the IFS data base administrator within
the Management Engineering and Systems Branch,

Initial Costs

The initial construction costs can be obtained from the CACES Regional Unit Cost Manuals. The
manuals are available from the district cost estimating section. When this manual is not available the cost
estimates can be taken from other publications such as Means and Dodge.

Geographical Location Adjustment Factors

The Washington, DC-based material costs in the summary tables can be adjusted to a specific
installation through the application of a geographical location adjustment factor. The factors are published
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in AR 415-17 and updates are available through the PAX computer system (Area Cost Factor Newsletter)
and through the Engincering Improvement Recommendation System (EIRS) Bulletin. The 1988 set of
factors is given in Appendix D.

Inflation Factors

The material costs and Washington, DC, total costs prescnted in Appendices A and B are in July
1988 dollars. The costs necd to be adjusted to the date of study by applying an approved inflation factor
obtained from the District cost estimating office.

Timing of Costs

Figure 1 shows the relationship of DOS, BOD, and the end of th study (EOS) which is assumed
to be a 25-year comparison period:

DOS BOD EOS

Figure 1. DOS, BOD, EOS relationship.,

In Appendix B, costs arc discounted 3 years from time of occurrence to DOS. M&R costs occur
throughout a year and are costed at mid-year in accordance with cstablished criteria for MILCON design.
The basic present worth factor formula is:

PWE(BA) = 1
(1 + DR) B+BA-C) [Eq l]

where PWF = present worth factor
BA = building age
DR = discount rate
B = years from DOS to BOD
C = task placement, cither 0.5 for mid-year, or O for end of year.

The 10 pereent present worth factor to bring costs from the mid-year of first year of occupancy to
the DOS is 1/(1.1)*5 = 0.7164 which is the first value in Table 10. If the DOS is not 3 years before BOD,
Appendix B data can be adjusted. For example, if there is only 1 year between BOD and DOS (two less
than the 3 years in the appendices), multiply this data by (1.1)% If there are S years (2 years more than
the 3 years in the appendices), divide by (1.1)%

In Appendix A, the DOS and BOD are identical. M&R costs arc assumed to occur at the end of
the year as stipulated by regulations. The basic formula is:

PWF(BA) = 1
(1+DR) & [Eq 2]
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where PWF = present worth factor
BA = building age
DR = discount rate

Disposal Costs/Retention Value

When disposal costs/retention value is ;:onsidered, it should be expressed as a percentage of the
initial cost occurring at the end of the study period. The present worth of this value can be subtracted
from the final net present worth.

Examples
Introduction

This section contains one example for each of the basic uses for this life-cycle cost data. The first
two examples demonstrate the procedures for calculating LCC for construction and maintenance and repair
when the DOS is exactly 3 years before the BOD; the building is 25 years old at the end of the study; and
installation resource costs are available from the installation. The third example demonstrates the
procedures for calculating LCC for construction and maintenance and repair when data is not available
from the installation and Washington, DC, cost data is to be applied. Examples 4 and 5 show how to
adjust data to cover the case for which BOD is not 3 years after DOS. Example 6 shows how to use the
data to generate input for other ccmputer programs. Example 7 demonstrates the use for a project
containing an extraordinary energy-saving design initiative to conserve energy.

Each example is presented in five sections:

1. Statement of the problem,

Identification of all installation-related information.
Identification of all component-related information.

Description of the present worth calculations.

“ A W

A typical calculation worksheet.
Example 1: BOD 3 Years After DOS--Built-up Roof

Problem Statement. This example demonstrates all steps using a built-up roof covering with an area
of 10,000 sq ft. An apartment building for family housing is under design at Fort Eustis, VA. The DOS
is July 1989. The projected BOD is July 1992. A 25-year life-cycle cost analysis using a 10 percent
discount rate is required.

Installation-Related Data.

Geographic Location Adjustment Factor. The geographic location adjustment factor (LLAF) can be
obtained from the latest EIRS bulletin or from the Area Cost Factor Newsletter on the PAX computer sys-
tem, as shown in Appendix D. The factors are indexed by state and then by location within the state.
From Appendix D, for Virginia and Fort Eustis, the geographic LAF (or Area Cost Factor [ACF] Index)
is 0.96.

Inflation. The cost data in Appendix B is expressed in July 1988 dollars. Since the date of the
study is July 1989, all cost figures must be adjusted. A telephone conversation with a District cost
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estimator has revealed that the costs have risen 2 percent from July 1988 to July 1989. This means that
all costs need to be multiplied by a 1.02 cost adjustment factor.

Resource Rates. The labor and equipment resources in Appendix B are expressed in hours per unit
measurc. To obtain accurate cost figures the designer called the Fort Eustis DEH-MES branch. The July
1989 rates of $13.50/hr for a roofer and $3.00/hr for a roofing maintenance truck were obtained.

Component Information.

Size. The designer is considering a built-up roof covering with an area of 10,000 sq ft.

Initial Costs. The designer obtaincd a CACES unit price manual from the cost estimator. For the
built-up roofing componcnt, a cost of $0.998/5q ft was obtained. (Note. if ithe component is not found
in the CACES Unit Price Manual, other books such as Means and Dodge can be uscd.)

Retention Value. The average life of a built-up roof is 28 ycars, as shown for the replacement task
in Appcndxx B. At the end of the 25-year analysis period, the roof covering would still have 3 ycars of
life remaining or 3/28 = 11 percent of its uscful life. The salvage value can be considered to be 11
percent of the initial cost of $0.998 per square foot, or $0.1098/sq ft.

Present Worth Calculations. Three factors must be considered when performing a present worth cal-
culation: initial cost, maintcnance costs, and salvage valuc. Each factor is discussed below.

Initial Costs. The average construction project would normally be completed in 1 year. The con-
tractor nonmnally receives progress payments for work completed throughout the construction period. The
initial cost of $0.998/sq ft is assumed to occur at the midpoint of construction during the year before
BOD. The present worth factor at midyear for the year before BOD is given in the second column of
Table 10 as 0.7880. The present worth of the initial cost would be the initial cost multiplied by the
present worth factor 1 year before BOD or $0.998/sq ft x 0.7880 = $0.78642/sq fl.

25-Year Maintenance Cost. The total 25-year maintenance cost is composed of three parts; labor,
material, and equipment. Labor costs per square foot are equal to the labor hours per square foot obtained
from Appendix B, multiplied by the installation labor hourly rate. This would be 0.03987 hr/sq ft
multiplicd by a labor rate of $13.50/hr, which is equal to $0.53824/sq ft.
Labor = 0.03987 hours/sq ft x $13.50/hr = $0.53824/sq ft (Eq 3]
Material costs per square foot are equal to the material dollars in Washington, DC, base per square
foot obtained from Appendix B, multiplied by the geographic LAF from Appendix D and then multplied
by the inflation factor. This would be $0.37166 DC-based dollars per square foot multiplied by a geo-
graphic LAF of 0.96 and a cost escalation factor (CEF) of 1.02 which is equal to $0.36393/sq ft.
Material = $0.37166/sq ft x 0.96 x 1.02 = $0.36393/sq ft [Eq 4]
Equipment costs per square foot are equal to the equipment hours per square foot obtained from
Appendix B, multiplied by the installation equipment hourly rate. This would be 0.01994 hr/sq ft
multiplicd by an equipment rate of $3.00/hr which is equal to $0.05982/sq ft.
Equipment = 0.01994 hr/sq ft x $3.00/hr = $0.05982/sq ft [Eq 5]

The total maintenance cost per square foot would be the labor cost ($0.53825/sq ft) plus the material
cost (8.36393/sq f1) plus the cquipment cost ($0.05982/sq ft) or $0.96199/sq ft.

Total = $0.53824/sq ft + $0.36393/sq ft + $0.05982/sq ft = $0.96199/sq ft {Eq 6]
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This total has already been discounted to the DOS since all figures on the left side of the table in
Appendix B are expressed in terms of the DOS.

Retention Value. The DOS present worth for the retention value would be the expected retention
value of $0.10980/sq ft multiplied by the end-of-year present worth factor for the end of study year (EOS)
obtained from Table 10, 0.06930, which produces a cost of $0.00761/sq ft.

Total Life Cycle Cost for Construction and Maintenance and Repair. The total life-cycle cost (LCC)
per square foot for the DOS is the sum of the present worth costs for the initial cost of $0.78642/sq ft plus
the 25-year maintenance cost of $0.96199/sq ft minus the retention value of $0.00761/sq ft.

Total LCC = $0.78642/sq ft + $0.96199/sq ft - $0.00761/sq ft = $1.74080/sq {t {Eq 7]

The total dollar cost would be the LCC per square foot of $1.74080 multiplied by the roof area of
10,000 sq ft producing a total cost of $17,408.00.

Calculation Sheet. A typical calculation sheet is shown in Table 11.

Table 11

Calculation Sheet - Example 1

Calculation Subfactor Factor Total
Column Cost/sq ft Cost/sq ft Cost
Initial Cost
Initial Cost $.998/sq ft
PWF for BOD-1 x_.7880
Initial cost/sq ft $.78642/sq ft
25-Year Maintenance Cost
PW - Labor .03987hr/sq ft
Labor Rate x $13.50/hr
Labor cost/sq ft $.53824/sq ft
PW - Material $.37166/sq ft
LAF x .96
CEF x 1.02
Material cost/sq ft $.36393/sq ft
PW - Equipment 01994 hrs/sq ft
Equipment Rate x $3.00/hr
Equipment cost/sq ft $.05982/sq ft
Maintenance cost/sq ft $.96199/sq ft
Retention Value
Initial Cost $.998/sq ft
Remaining Life x.11
PWF for EOS x 06930
Retention cost/sq ft - $.00761/sq ft
Life Cycle Cost/sq ft $1.74080 sq ft
Areca x_10,000 sq ft
TOTAL Life Cycle Cost $17,408.00
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Example 2: BOD 3 Years After DOS--Shingle Roof

Problem Statement. This example demonstratcs all steps using a shingle roof covering with an area
of 10,000 sq ft. An apartment building for family housing is under design at Fort Eustis, VA. The DOS
is July 1989. The projected BOD is July 1992, 3 years after DOS. A 25-year LCC analysis using a 10
percent mid-year discount rate is required.

Installation Related Data.

Geographic location adjustment factor. The geographic LAF can be obtained from the latest EIRS
bulletin on the PAX computer system as shown in Appendix D. The factors are indexed by state and then
by location within the state. From Appendix D for Virginia and Fort Eustis, the geographic LAF (or ACF
Index) is 0.96.

Inflation. ‘Thc cost data in Appendix B is expressed in July 1988 dollars. Since the DOS is July
1989, all cost figures must be adjusted. A telephone conversation with a District cost estimator has
revealed that the costs have risen 2 percent from July 1988 to July 1989. This means that all costs need
to be multiplied by a 1.02 cost adjustment factor.

Resource Rates. The labor and cquipment resources in Appendix B are expressed in hours per unit
measurce, To obtain accurate cost figures the designer called the Fort Eustis DEH-MES branch. The July
1989 rates for a roofer, $13.50/hr and the roofing maintenance truck, $3.00/hr, were obtained.

Component Information.

Size. The designer is considering a shingle roof covering with an area of 10,000 square feet,

Initial Costs. The designer obtained a CACES Unit Price Manual from the cost estimator, For the
shingle roofing component, a cost figure of $0.660/sq ft was obtaincd. (Note. if the component is not
found in the CACES Unit Price Manual, other books such as Means and Dodge can be used.)

Retention Value. The average life of a shingle roof is 40 years as shown for the replacement table
in Appendix B. At the end of the 25-year analysis period, the roof covering would still have 15 years of
life remaining or 15/40 = 37.5 percent of its useful life. The salvage value can be considered to be 37.5
percent of the initial cost of $0.660/sq ft or $0.2475/sq ft.

Present Worth Calculations  Three factors need to be considered when performing a present worth
calculation: initial cost, maintenance costs, and salvage value,

Each factor is discussed below.

Initial Costs. The average construction project would normally be completed in 1 year. The con-
tractor normally receives progress payments for work completed throughout the construction period. The
initial cost of $0 660/sq {t is assumed to occur at the midpoint of construction during the year before
BOD. The present worth factor at midyear for the year beforc BOD is given in the second column of
Table 10 as 0.7880. The present worth of the initial cost would be the initial cost multiplied by the
present worth factor 1 year before BOD or $0.660/sq ft x 0.7880 = $0.52008/sq ft.
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25-Year Maintenance Cost. The total 25-year maintenance cost is composed of three parts: labor,
material, and equipment. Labor costs per square foot are equal to the labor hours per square foot obtained
from Appendix B multiplied by the installation labor hourly rate. This would be 0.02222 hr/sq ft
multiplied by a labor rate of $13.50/hr which is equal to $0.29997/sq ft.

Labor = 0.02222 hr/sq ft x $13.50/hr = $0.29997/sq ft [Eq 8]
Material costs per square foot are equal to the material dollars in Washington, DC, base per square
foot obtained from Appendix B, multiplied by the geographic LAF from Appendix D and then multiplied

by the inflation factor. This would be $0.22132 DC-based dollars per square foot multiplied by a
geographic LAF of 0.96 and a CEF of 1.02 which is equal to $0.21672/sq ft.

Material = $0.22132/sq ft x 0.96 x 1.02 = $0.21672/sq ft [Eq 9]

Equipment costs per square foot are equal to the equipment hours per square foot obtained from

Appendix B, multiplied by the installation equipment hourly rate. ‘This would be 0.01112 hr/sq ft
muitiplied by an equipment rate of $3.00/hr which is equal to $0.03333/sq ft.

Equipment = 0,01111 hr/sq ft x $3.00/br = $0.03333/sq ft [Eq 10]

The total maintenance cost per square foot would be the labor cost ($0.29997/sq ft) plus the material
cost ($0.21672/sq ft) plus the equipment cost ($0.03333/sq ft), or $0.55002/sq ft.

Total = $0.29997/sq ft + $0.21672/sq ft + $0.03333/sq ft = $0.55002/sq ft [Eq 11]

This total has already been discounted to the DOS since all figures on the left side of the table in
Appendix B are expressed in terms of the DOS.

Retention Value. The DOS present worth for the retention value would be the expected retention
value, $0.2475/sq ft, multiplied by the end of year present worth factor for the EOD obtained from Table
10, 0.06930, which produces a cost of $0.01715/sq ft.

Total Life Cycle Cost for Construction and Maintenance and Repair. The total LCC per square foot
for the DOS is the sum of the present worth costs for the initial cost of $0.52008/sq ft plus the 25-year
maintenance cost of $0.55002/sq ft minus the retention value of $0.01715/sq ft.

Total LCC = $0.52008/sq ft + $0.55002/sq ft - $0.01715/sq ft = $1.05295/sq ft  [Eq 12)

The toial dollar cost would be the LCC per square foot, $1.05295, multiplied by the roof area, 10,000
sq ft, producing a total cost of $10,529.50.

Calculation Sheet. A typical calculation sheet is shown in Table 12.
Example 3: BOD 3 Years After DOS -- Washington, DC Rate Applied

Problem Statement This example demonstrates all steps using a built-up roof covering with an area
of 10,000 sq ft. An apartment building for family housing is under design at Fort Eustis, VA. The DOS

is July 1989. The projected BOD is July 1992, three years after DOS. A 25-year life-cycle cost analysis
using a 10 percent mid-year discount rate is required.
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Calculation Sheet - Example 2

Table 12

Calculation Subfactor Factor Total
Column Cost/sq ft Cost/sg ft Cost
Initial Cost
Initial Costs $.660/sq ft
PWF for BOD-1 x_.7880
Initial Costs/sq ft $.52008/sq ft
25-Year Maintenance Cost
PW - Labor 02222 hr/sq fi
Labor Rate x $13.50/hr
Labor cost/sq It $.2999%/sq v
« PW - Material $.22132/sq ft
LAF x 96
CEF x 1.02
Material cost/sq ft $.21672/sq It
PW - Equipment 01111 hr/sq fu
Equipment Rate x $3.00/hr .
Equipment cost/sq {1 $.03333/sq
Maintenance Cost/sq fu $.55002/sq ft
Retention Value
Initial Cost $.660/sq ft
Remaining Life x 375
PWF for EOS x 06930
Retention value/sq ft - $.01715/sq ft
Life Cycle Cost/sq ft $1.05295/sq ft
Arca x 10,000 sq ft
TOTAL Life Cycle Cost $10,529.50

The designer wishes to perform a rough cost estimate without calling the installation to obtain cost
information. It should be understood that the installation’s costs may vary significantly from the
Washington, DC, costs and the rough calculations may be misleading. However, if the designer is going
to comparc several types of components such as built-up, slate, and shingle roofs--all of which involve
the identical trade such as a roofer--the comparisons may be quite accurate.

Installation-Related Data.

Geographic Location Adjustment Factor. The geographic LAF can be obtained from the latest EIRS
bulletin or from the Arca Cost Factor Newsletter on the PAX computer system as shown in Appendix D.
The factors are indexed by state and then by location within the state. From Appendix D, for Virginia
and Fort Eustis, the geographic LAF (or ACF Index) is 0.96.

Inflatien. The cost data in Appendix B is expressed in July 1988 dollars. Since the DOS is July
1989, all cost figures must be adjusted. A telephone conversation with a District cost estimator has
revealed that the costs have risen 2 percent from July 1988 to July 1989. This means that all costs need
to be multiplied by a 1.02 cost adjustment factor,
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Resource Rates. The designer wishes to perform a rough calculation using the Washington, DC,
labor and equipment rates rather than calling the installation.

Component Information.

Size. The designer is considering a built-up roof covering with an area of 10,000 sq ft.

Initial Costs. The designer obtained a CACES Unit Price Manual from the cost estimator, For the
built-up roofing component, a cost figure of $0.998/sq ft was obtained. (Note: if the component is not
found in the CACES Unit Price Manual, other books such as Means and Dodge can be used.)

Retention Value. The average life of a built-up roof is 28 years, as shown for the replacement task
in Appendix B. At the end of the 25-year analysis period, the roof covering would still have 3 years of .
life remaining or 3/28 = 11 percent of its useful life. The salvage value can be considered to be 11
percent of the initial cost of $0.998/sq ft or $0.10980/sq ft.

Present Worth Calculations. Three factors need to be considered when performing a present worth
calculation: initial cost, maintenance costs, and salvage value, Each factor is discussed below,

Initial Costs. The average construction project would normally be completed in 1 year, The con-
tractor normally receives progress payments for work completed throughout the construction period. The
initial cost of $0.998/sq ft is assumed to occur at the midpoint of construction during the year before
BOD. The present worth factor at midyear for the year before BOD is given in the second column of
Table 10 as 0.7880. The present worth of the initial cost would be the initial cest multiplied by the
present worth factor 1 year before BOD or $0.998/sq ft x 0.7880 = $0.78642/sq ft.

25-Year Maintenance Cost. The total 25-year maintenance cost for Fort Eustis can be calculated
by taking the Washington, DC, total cost per square foot, $1.25, and multiplying by the location
adjustment factor (0.96) producing a cost of $1.20/sq ft.

Retention Value. The DOS present worth for the retention value weuld be the expscted retention
value of $0.10980/sq ft multiplied by the end of year present worth tacior for the EQD obtained from
Table 10, 0.06930, which produces a cost of $0.00761/sq ft.

Total LCC for Construction and Maintenance and Repair. The total LCC per square foot for the
DOS is the sum of the present worth costs for the initial cost of $0.78642/sq ft plus the 25-year
maintenance cost of $1.20/sq ft minus the retention value of $0.00761/sq ft.

Total LCC = $0.78642/sq ft + $1.20/sq ft - $0.00761/sq ft = $1.97881/sq ft {Eq 13]

The total dollar cost would be the LCC per square foot, $1.97881, multiplied by the roof area,
10,000 sq ft, producing a total cost of $19,788.10

Calculation Sheet. A typical calculation sheet is shown in Table 13.
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Table 13

Calculation Sheet - Example 3

Calculation Subfactor Factor Total
Column Cost/fsq fi Cost/sq ft Cost
Initial Cost
Initial Cost $.998/sq ft
PWF for BOD x_.7880
Initial Cost/sq ft $.78642/sq ft
25-Year Mzintenance Cost
PW Total $1.25/sq It
LAF x_.96
Maintenance Cost/sq ft $1.20/sq ft
Retention Valuc
Initial Cost $.988/sq ft
Remaining Life x.11
PWF for EOS x .06930
Retention value/sq ft - $.00761/sq fi
Life Cycle cost/sq ft $1.97881/sq ft
Arca < x 10,000 sq ft
TOTAL Life Cycle Cost : $19,788.10

Example 4: DOS Less Than 3 Years Before BOD

Perform the calculations as shown in Examples 1 through 3. The answers arc lower than the actual
DOS answers. The calculated values must be adjusted by multiplying by the formula:

(1 + DR)®® [Eq 14]
where DR = discount rate

3 = years between DOS and BOD given in the tables
A = actual years between DOS and BOD.

For cxample, using the answer of $17,408.00 in Example 1 and assuming 1 year between BOD and
DOS with discount rate = 10% (0.10), the formula would be (1.10)®? = (1.1)® = 1.21. The correct
answer would be $17,408.00 x 1.21 = $21,063.68
Example 5: DOS Greater Than 3 Years Before BOD

Perform the calculation as shown in Examples 1 through 3. The answers are larger than the actual
DOS answers, The calculated values must be adjusted by dividing by the formula:

(1 + DR)4¥ [Eq 15]
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where DR = discount rate
3 = years between DOS and BOD given in the tables
A = actual years between DOS and BOD

For example, using the answer of $17,408.00 in Example 1 and assuming 5 years between BOD and
DOS with d = 10 percent (0.10), the formula would be (1.10)®% = (1.10)® = 1.21. The correct answer
would be $17,408.00 + 1.21 = $14,686.78

Example 6: Computer Input--BOD 3 Years After DOS (Built-up Roof)

Problem Statement. This example demonstrates all steps using a built-up roof covering with an area
of 10,000 sq ft. An apartment building for family housing is under design at Fort Eustis, VA. The BOD
is July 1992. The DOS is 3 years before BOD or July 1989. A 25-year LCC analysis using a 10 percent
discount rate is required. A computer program, such as the Corps’ LCCID, that requires an annual
maintenance figure and high cost tasks will be uscd.

Installation Related Data.

Geographic Location Adjustment Factor. The LAF can be obtained from the latest EIRS bulletin
or from the Arca Cost Factor Newsletter on the PAX computer system as shown in Appendix D, The
factors are indexed by state and then by location within the state. From Appendix D, for Virginia and
Fort Eustis, the geographic LAF (or ACF Index) is 0.96.

Inflation. The cost data in Appendix B is expressed in July 1988 dollars. Since the DOS is July
1989, all cost figurcs must be adjusted. A telephone conversation with a District cost estimator has
revealed that the costs have risen 2 percent from July 1988 to July 1989. This means that all costs need
to be multiplicd by a 1.02 cost adjustment factor.

Resource Rates. The labor and equipment resources in Appendix B are expressed in hours per unit
measure. To obtain accurate cost figurcs the designer called the Fort Eustis DEH-MES branch. The July
1989 rates of $13.50/hr for a roofer and $3.00/hr for a roofing maintenance truck were obtained.

Component Information.

Size. The designer is considering a built-up roof covering with an area of 10,000 sq ft.

Initial Costs. The designer obtained a CACES Unit Price Manual from the cost estimator, By
looking up the built-up roofing component, a cost of $0.998/sq ft was obtained. (Note; if the component
is not found in the CACES Unit Price Manual, other books such as Means and Dodge can be used.)

Retention Value. The average life of a built-up roof is 28 years, as shown for the replacement table
in Appendix B. At the end of the 25-year analysis period, the roof covering would still have 3 years of
life remaining or 3/28 = 11 percent of its useful life, The salvage value can be considered to be 11
percent of the initial cost of $0.998/sq ft, or $0.1098/sq ft.

Data Entry Calculations Four factors need to be considered when performing a present worth

calculation: initial cost, annual maintenance costs, high costs, and salvage value. Each factor is discussed
below,
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Initial Costs. The initial cost of $0.998/sq {t is cstimated from CACES as discussed above.
25-Year Maintenance Cost. The total annual 25-ycar maintenance cost is composed of three parts:
labor, material, and equipment. Annual labor costs per square fect are cqual to the labor hours per square
foot obtained from Appendix B, multiplied by the installation labor hourly rate. This would be 0.00488
hr/sq ft/yr multiplied by a labor ratc of $13.50/hr, which is equal to $0.06575/sq {t/yr.
Labor = 0.00487 hr/sq {t/yr x $13.50/hr = $0.06575/sq {t/yr [Eq 16]
Annual material costs per square foot are cqual to the material dollars in Washington, DC, base per
square foot obtained from Appendix B, multiplicd by the geographic LAF from Appendix D, and then
multiplied by the inflation factor. This would be $0.03171 DC-based dollars per square foot per year
multiplicd by a geographic LAF of 0.96 and a CEF of 1.02, or $0.03105/sq ft/yr.
Material ='$0.03171/sq ft/yr x 0.96 x 1.02 = $0.03105/sq ft/yr * [Eq17]
Annual cquipment costs per square foot arc cqual o the equipment hours per square foot obtained
from Appendix B, multiplicd by the installation equipment hourly rate. This would be 0.00244 hr/sq [V/yr
multiplicd by an cquipment rate of $3.00/hr, which is cqual to $0.00732/sq fi/yr.
Equipment = 0.00244 hr/sq ft/yr x $3.00/hr = $0.00732/sq {t/yr [Eq 18]

The total annaal maintenance cost per square foot would be the labor cost ($0.06575/sq ft/yr) plus
the material cost ($0.03105/sq fi/yr), plus the equipment cost ($0.00732/sq (t/yr) or $.104222/sq ft/yr.

Total: $0.06575/sq fi/yr + $0.03105/sq fi/yr + $0.00732/sq ft/yr = $0.10412/sq {i/yr  [Eq 19]

The total cost figure for the uniform maintenance cost for computer entry is obtaincd by multiplying
the total of $0.10409 by the squarc footage of 10,000 sq ft, resulting in an annual cost of $10,409.00.

High Cost. There is onc high-cost task for built-up roofing. This task occurs in the 14th year. The
resources required (o perform this task arc given below.

The labor resources arc obtained by multiplying the labor hours per square foot, 0.02414, by the
labor rate, $13.50/hr, resulting in $0.32589/sq ft.

Labor = 0.02414 hr/sq ft X $13.50/hr = $0.32589/sq ft [Eq 20]

The material resources are obtained by multiplying the material cost in DC base, $0.69960/sq ft, by
the cost escalation factor, 1.02, and the location adjustment factor, 0.96, resulting in $0.68505/sq ft.

Material = $0.69960/sq ft x 1.02 x 0.96 = $0.68505/sq ft {(Eq 21]

Equipment resources are obtained by multiplying the equipment resources of 0.01207 hr/sq ft by the
cquipment rate of $3.00/hr resulting in $0.03621/sq fi.

Equipment = 0.01207 hr/sq ft x $3.00/hr = $0.03621/sq 1t (Eq 22}

Total cost for this onc task would be the sum of the labor, material, and cquipment costs.
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Total = $0.32589/sq ft + $0.68505/sq ft + $0.03621/sq ft = $1.04715/sq ft (Eq 23]

The total cost figure for computer entry is obtained by multiplying the total of $1.04715/sq ft by the
square footage of 10,000 for a cost of $10,471.50 occurring in year 14.

Retention Value. The expected retention value is calculated as follows: at the end of the 25-year
analysis period, the roof covering would still have 3 years of life remaining or 3/28 = 11 percent of its
useful life. The value is then 11 percent of the initial cost of $0.998/sq ft or $0.10978/sq ft.

The calculated values are entered into the computer and the computer performs the appropriate
discouniing.

Calculation Sheet: A typical calculation sheet is shown in Table 14.
Example 7: Extraordinary Energy-Saving Design Initiatives--Built-up Roof

Problem Statement. This example demonstrates all steps involved in using the summary tables in
Appendix A for the conventional built-up roof covering alternative. An apartment building for family
housing is under design at Fort Eustis, VA. The designers are considering the use of a new-technology
energy conserving, low maintenance roof, in place of a conventional built-up roof, and will determine
which is more cost effective on the basis of a life-cycle cost analysis. The roof area is 10,000 square feet.
The DOS is July 1989. The analysis period is 25 years. In accordance with established criteria for
energy-conservation studies, the BOD is assumed to occur on the DOS (July 1989); all costs are assumed
occur at the end of the year in which they are projected occur; and the discount rate for the present worth
calculations is assumed to be 7 percent,

Installation Related Data.

Geographic Location Adjustment Factor. The geographic LAF can be obtained from the latest EIRS
bulletin or from the Area Cost Factor Newsletter on the PAX computer system as shown in Appendix D.
The factors are indexed by state and then by location within the state. From Appendix D, for Virginia
and Fort Eustis, the geographic LAF (or ACF Index)-is 0.96.

Inflation. The cost data in Appendix A is expressed in July 1988 dollars. Since the DOS is July
1989, all cost figures must be adjusted. A telephone conversation with a District cost estimator has
revealed that the costs have risen 2 percent from July 1988 to July 1989. This means that all costs need
to be multiplied by a 1.02 cost adjustment factor.
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ANNUAL MAINTENANCE

Initial Cost
Initial Cost/sq ft
Arca
Initial Cost

25-Year Annual Maintenance

Labor hours/sq ft
Labor Rate
Labor cost/sq ft
Material/sq ft
AF
CEF
Material cost/sq ft
Equipment
Equipment Rate
Equipment cost/sq ft
Annual Maintenance/sq {t
Square Feet
TCTAL Annual Maintenance

HIGH COST TASK
Labor
Labor Rate
Labor cost/sq ft
Material
LAF
CEP
Materials cost/sq ft
Equipment
Equipment Rate
Equipment/sq ft
Maintenance cost/sq ft
Square Feet

Table 14

Calculation Sheet - Example 6

-

Calculation Subfactor
Column Costisq ft
$.998/sq ft

x 10,000 sq ft

00488 hr/sq t
x $13.50/hr
$.06575/sq ft
$.03171/sq f
x .96
x 102
031021
.00244 hr/sq ft
x $3.00/hr
$.00732/sq ft
$.10412/sq.ft
x10,000 sq ft
02414 hr/sq ft
x S$13.50/hr .
$.32589/sq ft
$.069960/sq It
x .96
x 1.02
$.68505/sq ft
01207 hr/sq fi
$3.00/hr

$.03621/sq fi
x 10,000 sq ft

TOTAL Maintenance Cost for High Cost Task

Retention Value
Initial Cost
Remaining Life

Total/sq ft
Square Feet
Retention Value

$.988/sq ft

x 11
$.10978/sq ft
x 10,000 sq fi
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Cost/sq ft

$9,980

$10,412.00

$1.04715/sq 1

$10,471.50

$1,097.80

Total
Cost




Resource Rates: The labor and equipment resources in Appendix B are expressed in hours per unit
measure. To obtain accurate cost figures, the designer called the Fort Eustis DEH-MES branch. The July
1989 rates of $13.50/hr for a roofer and $3.00/hr for a roofing maintenance truck were obtained.

Component Information,

Size. The designer is considering a built-up roof covering with an area of 10,000 sq ft.

Initial Costs. The designer obtained a CACES Unit Price Manual from the cost estimator. For the
built-up roofing component a cost figure of $0.998/sq ft was obtained. (Note: if the component is not
found in the CACES Unit Price Manual, other books such as Means and Dodge can be used.)

Retention Value. The average life of a built-up roof is 28 years as shown for the replacement task
in Appendix B. At the end of the 25-year analysis period, the roof covering would still have 3 years of
life remaining or 3/28 = 11 percent of its useful life. The retention value can be considered to be 11
percent of the initial cost of $0.998/sq ft or $0.10978/sq ft.

Present Worth Calculations. The following factors are considered in performing the present worth
calculation: initial cost, maintenance costs, and salvage value. Each factor is discussed below,

Initial Costs. The initial cost of $0.998/sq ft is assumed to occur on the BOD/DOS in accordance
with established criteria for energy conservation studies.

25-Year Maintenance Cost. The total 25-year maintenance cost is composed of three parts: labor,

material, and equipment. Labor costs per square foot are equal to the labor hours per square foot obtained

from Appendix A multiplied by the installation labor hourly rate. This would be 0.06653 hr/sq fi

multiplied by a labor rate of $13.50/hr which is equal to $0.89816/sq ft.

Labor = 0.06653 hours/sq ft x- $13.50/hour = $0.89816/sq ft [Eq 24)

Material costs per square foot are equal to the material dollars in Washington, DC, base per square

foot obtained from Appendix A multiplied by the geographic LAF from Appendix D and then multiplied

by the inflation factor. This would be $0.64214 DC-based dollars per square foot multiplied by a
geographic LAF of 0.96 and a CEF of 1.02, which is equal to $0.62878/sq ft.

Material = $0.64214/sq ft x 0.96 x 1.02 = $0.62878/sq ft [Eq 25]

Equipment costs per square foot are equal to the equipment hours per square foot obtained from

Appendix A multiplied by the installation equipment hourly rate. This would be 0.03327 hr/sq ft
multiplied by an equipment rate of $3.00/hr, which is equal to $0.09981/sq ft.

Equipment = 0.03327 hr/sq ft x $3.00/hr = $0.09981/sq ft [Eq 26]

The total maintenance cost per square foot would be the labor cost ($0.89816/sq ft) plus the material
cost ($0.62878/sq ft) plus the equipment cost ($0.09981/5q ft), or $1.62675/sq ft.

Total = $0.89816/sq ft + $0.62878/sq ft + $0.09981/sq ft = $1.62675/sq ft (Eq 27]
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This total has already been discounted to the date of study since all figures on the Icft side of the
table in the Appendix arc expressed in terms of the-DOS.

Retention Value. The DOS present worth for the retention value would be the expected retention
valuc of $0.10978/sq ft multiplicd by the end of ycar prescnt worth factor for the EOD of 0.1842 obtained
from Table 9 which produces a cost of $0.02022/sq ft.

Total Life Cycle Cost for Construction and Maintenance and Repair. The total LCC per square foot
for the DOS is the sum of the present worth costs fr the initial cost of $0.998/sq ft plus the 25-year
maintenance cost of $1.62675/sq ft minus the salvage valuc of $0.02022/sq ft.

Total LCC = $0.998/sq ft + $1.62675/sq ft - $0.02022/sq ft = $2.60451/sq ft [Eq 28]

The total dollar cost would be the LCC per square foot of $2.60451 multiplicd by the roof arca of
10,000 sq ft producing a total cost of $26,045.10.

Calculation Sheet. A typical calcuiation sheet is shown in Table 15.

Table 15

Calculation Sheet - Example 7

Calculation i Subfactor Factor Total
Column _Costjsq ft_ Cost/sq ft _Cost
" Initial Cost

Initial Cost i $.998/sq ft
25 Year Maintenance Cost

PW - Labor 06653 hr/sq fi

Labor.Rate x $13.50/r

Labor cost/sq {t $.89816/sq fi

PW - Material $.64214/sq 1

LAF x .96

CEF x 1.02

Material cost/sq ft $.62878/sq f1
PW - Equipment .03327 hrfsq f
Equipment Rate x $3.00/hr
Equipment cost/sq ft  $.09981/sq ft

Maintenance cost/sq ft $1.62675/sq {1
Retention Value

Initial Cost $.998/sq ft

Remaining Life x.11

PWF for EOS x .1842

Retention value/sq fi - $.02022/sq fi

Life Cycle Cost/sq ft $2.60451/sq ft
Arca x 10,000 sq ft
TOTAL Life Cycle Cost $26,045.10
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LIST OF ACRONYMS

ACE Assistant Chief of Engineers

AMS Army Management System

APC Account Processing Code

AR Army Regulation

ARR Annual Requirements Report

ASTM American Society for Testing and Materials
BLAST Building Loads Analysis and System Thermodynamics
BMAR Backlog of Maintenance and Repair

BOD Beneficial Occupancy Date

CA Commercial Activities

CACES Computer-Assisted Cost Estimating System
CONUS Continental United States

DA Department of the Army

DEH Directorate of Engineering and Housing
DOD Department of Defense

DOS Date of Study

EA Economic Analysis

EC Engineering Construction

EIRS Engineering Improvement Recommendation System
EOS End of Study

EPS Engineered Perfom;ance Standards

HQ-IFS Headquarters - Integrated Facilities

HQDA Headquarters Department of the Army
HVAC Heating, Ventilation, and Air-Conditioning
IFS Integrated Facilities System

47




o Individual Job Order

LCC Life-Cycle Cost

LCCID Life-Cycle Cost in Design

M&R Maintenance and Repair

MACOM Major Command

MCA Military Construction, Army

MRPM Maintenance Resource Prediction Model '
OCE Officc of the Chicf of Engincers

PAVER Pavement Maintenance Management System
PAX Programming, Administration, and Execution System
PC . Personal Computer

PM Preventive Maintenance

R&D Rescarch and Development

RAM Random Access Memory

RMF Recurring Maintenance Factor ‘

RPI Real Property Inventory

RPLANS Real Property Planning System

RPMS Real Property Management System

SO Service Order

STANFINS Standard Army Financial System

TB Technical Bulletin
URR Unconstrained Requirements Report
USACE U.S. Army Corps of Engineers

USACERL U.S. Army Construction Engineering Research Laboratory

USAEHSC U.S. Army Engincering and Housing Support Center
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APPENDIX A:

LIFE-CYCLE COST ANALYSIS TABLE (7 PERCENT)
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